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#1064, 1st and 2nd Floor, Rajgopal Nagar Main Road, 2nd Stage, Peenya Small Industries,
An Fnvironmental Technology Bangalore, Karnataka, India, 560 058.

T:080 41214555 | M : +91 70901 54555 / 95383 24580

E-mail : info@nalrcindia.com / patil.hrb@gmail.com Web : www.nalrcindia.com

TC-13427
Name & Address of the | M/s. KLE Degree College
Customer Opp BDA Complex Nagarabhavi Bangalore
Discipline Chemical Sample ID NAL/2025/12/3117
Product or Material RO Water | Report No NAL/2025-26/29704
Patciculars of Sample RO Water ULR No TC1342725000040339F
Sampling Point From RO Water Tap Date of Sample Collection 31.12.2025
Sample submitted by Custemer Date of sample Receipt 31.12.2025
Sample collected by Customer Date of Analysis Started 3112.2025
Sample Qty 2Ltrs Date of Completion 03.01.2026
Page No 172 Report Date 05.01.2026
Sample package Water Sample Received in PET Bottle 1
Description Colorless, Odorless. transparent licuid |
i ‘ i Maxi Maximum i
b o : . \cc?)r?al::re Permissible Limits i
;J' " | Test purameter Unit Result ’ I:illl':it in The Absence of Test method I.
e B Alternate Source | |
As per 18:10500-2012 '
0L j Color Hz ! PLL{DL=1.0) i D 15.0 15 3025 (par: 04): 202!
02 | Gdor e - Agreeable Agreeuple Agreeabie 1S:3025(Part-03)-2018
03 | Taste — Agreeab'e Agreeable Agreeable 1S:3025(Part-07)-2017 |
04 | pH value - 6.8 6.5-8.3 No relaxation 15:3025(Part-11)-2022 |
05 | Turbidity NTU 0.2 1.0 | 5.0 18:3025(Part-10)-2023 |
06 | Conductivity pSfem - 40.0 --= ' --- i 18:3625(Part-14)-2013
07. ¢ Tolal Dissclved Solids mg/L 240 o 2000 IS3025(Parl-16)-2023
3% | Total Alkalinity as CaCl, mg/l. _ 5.0 e 600 1S:3025(Part-231-2023 ¢
0% "“Total Hardness as CaCOj mg/L 5.0 200 600 13625 Pari-21)-20080
1¢_| Calcium as Ca mg/L BDL(DL=1.) T 200 S:3025(Part=40)-1991 |
11| Magnesium as Mg mg/L BEDL(DL=1.0) .30 1o 15:3025(Part-46)-2023 |
12 | Chloride us Cl mg/L 2.0 250 1000 1S:3025(Part-32)-1988 !
: ; APHA 1500 SO,-F 24"
3 | Sulphate as SO, mg/L 1.0 200 400 Edition 20,_;3_
T . APTIA ™ 24th Edition 4505
14 | Nitoates as NO; mg/L 083 _45 No relaxation A N(J}I ‘B: ,3'20;1
: APHA J500-F 24™ Editi
15 Fluoride as F mg/L I'DL(DL=0.1) 1.0 1.5 e 4‘021523 e
= . APHA 24th Edition 4500 F
16 | Ironas Fe mgl. | BDLDL=0.075) 1.0 No relaxation b 2(‘};‘3“‘“ =
17 | Residual free chlorine mgl. | oLiDL=0.2) _ Min0.2 Min ;.0 18.3025(Pant-26)-202 1
§ : . > F APHA 24th Edition4500
18 | Boron (as B) mg/l. S (DL=0.1) G 24 k lwpglgi_;__
Phenolic compounds % . ; " APHA 2dth Edition 5330
L (DL=0. SRH 0.002 i
19 | (2 C,H.OH) . mg/l. | BDLOL=0001) ceo | 0 S o |
Note: Min: Mmimum. BDL: Below detectron Limit DI Detzction Limit; |
NOTE. ‘T'he Test Residual free Chlorine is appliceble culy wien witier is cirlorinated, |

Hanumanta Raju C K
® lore” =~ Sr. Analyst
Verified By , e ~ Authorized Signatory
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TEST REPORT

Name & Address of the | M/s. KLE Degree College
Customer Opp BDA Complex Nagarabhavi Bangalore

| Discipline Chemical Sample 1D NAL/2025/12/3117
Product or Material RO Water Keport No NAL/2025-26/29704
Particulars of Sample RO Water ULR No TC1342725000040339F
Sampling Point From RO Water rap Date of Sample Collection 31.12.2025
Sample submiitted by Customer Date of sample Receipt 31.12.2025
Sample collected by Customer Date of Analysis Started 31.12.2025
Sample Qty 2Ltrs Date of Completion 03.01.2026
Page No 22 Report Date 05.01.2026

Sample package

Water Sample Received in PET Bottle

Description

Colorless, Odorless, transparent liquid

Maximum Ma.wfnmunf .
s, . . Pa— ll’ermlsSIble Limits
No Test parameter Unit Result e in The Absence of Test method
2 Alternate Source
_ I , As per 1S:10500-2012
20 | Aluminium (as Al) | mg/L_ | BIQ(LOQ=0.01) | 0.03 ! 0.2 1S 3025 P-02: 2019
21 | Barium (as Ba) |_ mg/L RLQ (LOQ=0.01) | 0.7 ‘ No relaxation IS 3025 P-02: 2019
22 | Copper (as Cu) mg/L BLQ (LOQ=0.01) 0.05 15 1S 3025 P-02; 2019
23 | Manganese (as Mn} mg/L | BLQ (LOQ=0.01) 0.1 0.3 IS 3025 P-02: 2019
24 | Selenium {as Se) mg/L BLQ (LOQ=0.01) 0.01 No relaxation IS 3025 P-02: 2019
25 | Zinc (as Zr) mg/L BLQ (LOQ=0.01) 3.0 15.0 1S 3025 P-02: 2019
26 | Lead (as Pb) mg/L BLQ (LOQ=0.01) 0.01 No relaxation IS 3025 P-02: 2019
27 | Nickel (as Ni) mg/L BLQ (LOQ=0.01) 0.02 No relaxation 1S 3025 P-02: 2019
28 | Total arsenic (as As) mg/L BLQ (LOQ=0.01) ] 0.01 No relaxation IS 3025 P-02: 2019
Note BLQ; Below Limit of Quantification ; LOQ: Limit of Quantification

Verified By

Remarks: The Above Sample meets to Acceptable Limits as Per IS 10300:2012 for the above Physico- chemical tests

*%** End of the Report* * * * *

Qs

Lalitha Kumari H
Technical Manager
Authorized Signatory
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# 1064, 1st and 2nd Floor, Rajgopal Nagar Main Road, 2nd Stage, Peenya Small Industries,
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E-mail : info@nalrcindia.com / patil.hrb@gmail.com Web : www.nalrcindia.com

TEST REPORT
Name & Address of the | M/s. KLE Degree College
Customer Opp BDA Complex Nagarabhavi Bangalore
Discipline Biological Sample 1D NAL/2025/12/3117
Product or Material RO Water Report No NAL/2025-26/29704
Particulars of Sample RO Water Date of Sample Collection 31.12.2025
Sampling Point From RO Water Tap Date of sample Receipt 31.12.2025
Sample submitted by Customer Date of Analysis Started 31.12.2025
Simple collected by Customer Date of Completion 01.01.2026
Sample Qty 500 ml Report Date 05.01.2026
Page No 1/1
Sample package Water Sample Received in Sterilized Bottle
Description Colorless, Odorless, transparent liquid

sI Maximum Permissible Limits
N(', Test parameter Unit Result in The Absence of Alternate Source Test method -
As per 1S:10500-2012
E ichi i FU/10 < 115185 :2016
] ki ERLAN 4 Shall not be detectable in 100 ml L5 P18
2 | Total Coliforms CFU/100 ml <1 sample 1S: 15185 :2016

Remarks: The Above sample meets the permissible limits as per IS 10500:2012 for the above microbiological tests
<1 Indicate Not Detected

*#% %% End of the Report* * ***
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